Introduction
Energy efficiency in buildings is one of the most significant factors to reduce their impact on the environment. Energy consumption in buildings contribute considerably to the carbon emissions. In the EU, buildings consume 40% of energy and are responsible for 36% of CO 2 emissions (EU Commission, 2017) . Insulating the building envelope is key to achieving savings on building space heat energy and reducing carbon emissions. Today's buildings require envelopes with high thermal insulation performance while also achieveing excellent sound insulation. Choice of materials for use in building envelopes is an important consideration for meeting the thermal and sound insulation requirements. In modern buildings facades, Composite Insulation Panels (CIP), also known as sandwich panels, are increasingly being used due to their thermal and sound insulation properties, lightweight, aesthetics and ease of production and installation (Davies, 2001; Alam & O'Flaherty, 2016) .
CIPs are generally made by bonding polymeric foam, mineral fibre, or honeycomb cores with metallic or non-metallic outer facings. Currently, CIPs made with lightweight core material, for instance low density foam or fibres bonded between two outer skins are more commonly applied in building façades. Themal insulation performance of these panels is measured by their thermal transmission value i.e. U-value. Lower U-values represent higher thermal insulation performance of CIPs. Presently, the U-value of CIPs can be reduced by increasing the thickness of the thermal insulation core material. However, this approach may not be suitable for achieving smart building envelope design and may not be technically feasible in some buildings. This requires that alternative high thermal performance core materials need to be employed in order to improve energy conservation in the building without having any impact on thickness of the CIP. Also, for any building element, sound insulation properties need to be considered along with their thermal insulation properties. 5 Sound insulation performance of foam core CIPs is often insufficient (Ballagh, 2010) and regularly, an extra sound barrier layer is needed. Sound insulation of CIPs is measured by evaluating the Sound Reduction Index ( ) which is a frequency dependent parameter.
Generally, sound reduction index of foam core panels is around 30 dB (Ballagh, 2010) .
Mostly, mineral wool is used where higher sound insulation is required (Azimi, 2017) but has lower thermal insulation and compressive strength properties. The sound transmission loss of a building element can be increased by adding mass to the element according to the Mass Law which states that sound insulation increases by almost 6 dB for every doubling of mass or frequency provided that the panel behaves as a single solid component (Praščević, Cvetković, Mihajlov, 2012) . Mass Law can be described mathematically as shown in Equation 1 (Long, 2014; Tadeu & Mateus, 2001) = 20 ( × ) −
is a constant which is 42.3 for normal incidence and 47.3 for random angle of incidence.
Additional sound barrier layers can be used to increase the sound transmission resistance of lightweight panels (Wareing, Davy, Pearse, 2015) . However, any additional layer for sound insulation performance adds thickness and weight to the overall panel which may lead to design complexities and installation difficulties. This additional sound insulation layer may also lead to a reduction in the core thermal insulation thickness with the consequences of reducing thermal performance and increasing weight of the panel. Ideally, the improved sound insulation properties of CIPs need to be achieved with minimal effect on the thickness, thermal performance and weight of the panel. 6 Within this context, this paper looks at developing and characterising CIPs made with vacuum insulation core and investigating the effect on thermal and sound insulation performance.
Research Significance
Vacuum insulation has been reported as an energy efficient alternative thermal insulation to conventional building insulation materials (Brunner & Simmler, 2008; Baetens et al., 2010; Alam, Singh & Limbachiya, 2011 ,Alam, Singh, Suresh & Redpath, 2017 . The advantage of vacuum insulation over conventional thermal insulation materials (e.g. extruded polystyrene foam, XPS) is that it can improve the thermal resistance of the building element without increasing the thickness owing to its low thermal conductivity of 0.004 Wm -1 K -1 (centre of panel) and 0.007 Wm -1 K -1 (including edge effects and ageing) (Wakili, Bundi & Binder, 2004) . Use of vacuum insulation in buildings as a component in thermal composite insulation systems along with other insulation materials for achieving higher thermal resistance has been researched in number of studies (Hayez & Kragh, 2013; Mandilaras, Atsonios, Zannis, Founti, 2014; Voellinger, Bassi, Heitel, 2014; Kan and Hu 2017) . Biswas et al., (2018) researched the use of vacuum insulation in composite insulation boards and found that vacuum insulation improved the thermal resistance by approximately two times compared to currently used insulation in buildings. However, these studies have only focused on the thermal insulation aspects. Only a few studies (Cauberg & Tenpierik, 2007; Maysenhölder, 2008 , Walters & Dance, 2014 rubber and aluminium facings and measured values of weighted sound reduction index were found to be 32 dB and 29 dB for glued and non-glued samples respectively. This shows that weighted sound reduction of VIC sandwich elements is more or less comparable to the foam core counterparts. Hence, any building panels containing VIC will require additional acoustic treatment to improve its sound insulation properties. However, it is crucial that the VIC remains intact i.e. it does not get punctured during manufacture or installation for utilisation of its key property. This paper describes the development and characterisation of CIPs made of vacuum insulation core and investigates their thermal insulation performance with consideration given to protecting the VIC from damage. Additionally, the effect of adding sound barrier layers on the sound insulation performance of the investigated panels with vacuum insulated and extruded polystyrene (XPS) cores has also been investigated to enable its design to be optimised for thermal, sound and weight without duly affecting the overall thickness.
Preparation of composite insulation panel (CIP) samples
A number of composite insulation panels were manufactured with the aim of testing them in the laboratory to determine thermal and acoustic properties. This will lead to optimum performance through a design approach to minimise thickness and enhance durability. Two different CIPs were designed and manufactured for the thermal investigation (Section 3.1)
whereas five panels were manufactured for the acoustic investigation (Section 3.2).
CIPs for thermal insulation investigation
The investigated CIP samples were manufactured by sandwiching vacuum insulation and extruded polystyrene (XPS) layers as core material between two outer aluminium facing layers at Panel Systems Ltd., Sheffield, UK (Table 1) . For this purpose commercially 8 available vacuum insulation and XPS samples were obtained from relevant suppliers. CIP prototype for thermal investigation consisted of the following layers of materials: aluminium, XPS, vacuum insulation, XPS, aluminium and the manufacturing process is shown in Figure   1 . An XPS edge border was placed around the VIP and XPS layers, the main purpose being to protect vacuum insulation from any physical damage at the edges of the panel where it would be exposed to puncturing. In this study, width of the XPS edge was 95 mm (width side) and 97.5 mm (length side) so that overall size of the panel fits the size requirements of the thermal transmission testing chamber. Ideally, the XPS edge border should be smaller e.g. [ Table 1 near here]
[ Figure 1 near here]
CIPs for sound insulation investigation
Multi-layered CIPs were manufactured with the aim of optimising sound as well as thermal insulation characteristics. The CIPs were prepared in a sandwich-type structure made up of a mass loaded vinyl (MLV) layer bonded between a core of XPS and vacuum insulation and 9 aluminium facings. The purpose of the additional MLV layer was to provide sound insulation while retaining excellent thermal insulation. An MLV layer adds weight to the CIP and provides a vibration dampening function for aluminium facings while the XPS and vacuum insulated core provides thermal insulation. Composition, weight and thickness of the CIP prototypes are given in Table 2 . Referring to Table 2 , the CIP prototypes No. A2 (AMXA),
No. A3 (AMXMA) and No. A5 (AMVMA) were manufactured to evaluate the sound insulation differences produced by the addition of the MLV layers and compared with the MLV-free control CIPs No. A1 (AXA) and No. A4 (AXVXA). All CIP prototypes were manufactured to the size of 566 mm × 566 mm to fit the opening of the acoustic chamber.
Layout of different layers for Panels A1 to A4 is shown in Figure 2 . Panel A5 is omitted from Figure 2 but is similar in composition to Panel A4 except that both 3mm thick XPS layers were replaced with 2.5 mm thick MLV layers. The manufacturing process of one panel from Figure 3 .
[ Table 2 near 
Thermal conductivity measurement of vacuum insulation panel
Thermal conductivity ( ) in one dimension can be described by the simplified form of 
10 Thermal conductivity of the samples was measured by means of a heat flow meter apparatus.
The working of the apparatus is built upon the application of Fourier's Law, by generating one-directional heat flux across both surfaces of the specimen. The apparatus consists of a cold/hot plate, heat flux sensors and thermocouples. Thermal conductivity was determined from the measured heat flux and the temperature difference between the hot and cold sides of the samples. Figure 4 (a) shows the image of the apparatus in which the specimen is placed on top of the cold plate and T-type thermocouples attached on both surfaces of the specimen to measure temperature. The top surface is exposed to standard room conditions. The sample was allowed to stabilise for a certain time period before the heat flux was measured. Standard guarded hot plate method and Heat flow meter methods used to measure the thermal conductivity of insulation materials as described in BS EN 12667:2001 (BSI, 2001 require that both surfaces of the sample are exposed to controlled conditions by hot and cold plates.
However, in these tests, the technique used allows comparable data to determine the thermal conductivity of the insulation material. Main purpose of testing the VIP for thermal conductivity using this comparative technique was to confirm the integrity of the VIP samples before using them in CIPs.
[Figure 4 near here]
Hukseflux heat flux sensors, Type HFP01, 80 mm diameter and 5 mm thick, were attached to the specimen on the top surface to measure the heat flux across the specimen. Performance of the apparatus was analysed by measuring the thermal conductivity of a 25 mm thick sample XPS (180 mm × 130 mm) of known thermal conductivity (33 mWm -1 K -1 ). Thermal conductivity of the reference sample was measured to be 31.91 mWm -1 K -1 . This shows that the apparatus can measure thermal conductivity with good accuracy. 11
Thermal transmittance measurement of CIPs
The U -value of a building element can be calculated from thermal resistances of the material layers and surface resistance of adjacent air layers. The thermal resistance of any layer can be obtained by dividing its thickness by thermal conductivity. In this study, U-value calculations are limited to only single panel and does not consider the panel-to-panel edge joints (the focus was on improving the thermal and acoustic characteristics of a single panel;
establishing the performance of a number of panels in a façade is outside the scope of this paper). However, for the purpose of the panel design system, U-value calculations should take into account the thermal effect of panel-to-panel edge (Nussbaumer, Wakili, Tanner , 2006 ) and fasteners which can cause higher heat losses. For a single panel, the equation given in BS EN 14509:2013 (BSI, 2013a) can be modified for flat profiled panel as shown in
For the U-value calculation, values of 0.13 m 2 KW -1 and 0.04 m 2 KW -1 were used for and respectively (CIBSE, 2015) .
Thermal transmittance ( -value) of building elements in-situ can be determined using the average method by dividing the measured average heat flux by the mean temperature difference between the two sides of the element and measurements are taken over a period of time.
-value can be written as shown in Equation 4 as given in BS ISO 9869-1:2014 (BSI,2014a):
where index represents the individual measurement reading and and are the internal and external temperature respectively.
To determine the -value of a CIP, the average heat flow passing through the CIP installed in the laboratory setup as shown in the Figure 4( 
Sound transmission loss measurement of CIPs
Sound transmission loss of can be measured in the laboratory by the two room method (Cavanaugh, 2010; Tadeu & Mateus, 2001 , 2015) . Their aim was to strike a balance between reducing sample size and manufacturing costs of materials, and finding the appropriate volume of the chamber, to obtain reliable values at high and mid frequencies. The small-sized reverberation chamber, that was built, has a volume of 1.12 m 3 and allows for the testing of samples of 0.3 m 2 . Several comparison studies in the small-sized reverberation chamber and those in the standardised reverberation chamber were carried out. The measurements of the small-sized chamber coincided well with the measurements of the standardised chamber, in the range of frequencies in which the small-sized reverberation chamber fulfils the diffusion conditions. Their conclusion was that the small-sized reverberation chamber permits the testing and comparison of small samples of materials, so that a few of them can later be chosen to be tested in a standardised reverberation chamber.
Elsewhere, Walters and Dance (2014) used smaller chamber dimensions (actual chamber sizes were not given but the test panel was 0.54m 2 ). They showed that after several modifications and retesting, it was concluded that the performance of the control enclosure performed as good as one of the most expensive commercial offerings.
Since one of the aims of this paper was to develop enhanced VIC panels with enhanced acoustic performance, the two room method was also employed in this study to comparatively measure the sound transmission of multi-layered panels but in a laboratory scale facility consisting of specially prepared twin chambers shown in Figure 5 (a). Sizes of the test chambers are given in Figure 5 (b). Their smaller size provided a more convenient and affordable test environment for product design and development applications with reliable outputs to comparatively screen the different designs.
[ Figure 5 near here] 14 Volumes of the receiver and source chambers were 0.61 m 3 and 0.85 m 3 respectively and dimensions of the opening were 0.566 m by 0.566 m. NTI XL2 acoustic analyser and M2230
Class 1 microphone were used for sound pressure level measurements and were fully certified (all acoustic test equipment was bought specifically for the testing). Omnidirectional speaker of 90 mm diameter, power output of 1.5 W and frequency response of 80
Hz-18 kHz was used as a sound source. Sound pressure level was measured in the receiver and source rooms, each at three different locations at least 250 mm away from each other for six seconds. Average background sound pressure level in the receiver room was measured for 18 seconds. Reverbreation time was measured using hand clap as impulse source without installing the sample in the chamber. Seetharaman & Tarzia (2012) has described the hand clap as an Impulse source a reliable method for measuring reverberation time. Measured reverberation time in the receiver chamber was an average of three measurements at one microphone location (Alam & O'Flaherty, 2016) . Sound reduction index ( ) was calculated using Equation 5 (BSI, 2010). 717-1. The reference curve is shifted towards the measured curve in increments of 1 dB until the total of unfavourable deviations is as large as possible but not more than 32 dB. An unfavourable deviation at a particular frequency takes place when the experimental value is lower than the reference curve value. The value of shifted reference curve value at 500 Hz frequency is considered as the weighted sound reduction index, .
Results and discussion

Thermal conductivity of vacuum insulation
The thermal conductivities of two commercially available vacuum insulation samples (VIP1 and VIP2) with the same composition have been measured using apparatus described in Section 4.1. The results of measured thermal conductivity (taken at the centre of the panel) of the tested VIP samples are presented in Table 3 . Thermal conductivity values of 4.31 and 3.91 mWm -1 K -1 were measured for specimens VIP1 and VIP2 respectively. The manufacturer's thermal conductivity values were given as 4.7 mWm -1 K -1 (centre of panel).
Hence, the samples VIP1 and VIP2 performed slightly better in the laboratory test. Capozzoli et al. (2015) identified that small variation in measured centre of panel thermal conductivity values can arise due to small changes in surface thermal contact resistance. This was due to the uneven surface of the panels and small variation in the degree of vacuum from VIP to VIP. By using a standardised guarded hot plate method, VIP thermal conductivity values varied from 2.6 mWm -1 K -1 to 4.7 mWm -1 K -1 for theoretically identical commercially available VIP samples (Capozzoli et al., 2015) . The centre of panel thermal conductivity values of the commercially available VIP measured in this study (4.31 and 3.91 mWm -1 K -1 ) are comparable to those measured by the guarded hot plate method and therefore, indicates the validity of the comparative test method used in this study.
Furthermore, these results show that the vacuum insulation used in the CIP manufacturing were intact and not damaged during transportation and handling. Taking an average value of 16 4.11 mWm -1 K -1 , λ for the vacuum insulation is 7.8 times lower than the equivalent value for XPS (31.91 mWm -1 K -1 ). The manufacturer's declared aged design value is 7 mWm -1 K -1 for these VIPs which takes into account both edge and ageing effects. This confirms that heat loss increases at the edges compared to the centre of the panel. This effect will be more pronounced in the VIC panels with an XPS border for puncture protection and this is considered in Section 5.2.
[ Table 3 near here]
Effect of vacuum insulation on thermal performance of CIPs
Results of -values of CIP panel samples were determined from measurements taken at the edge and centre of the CIP panels. Figure 4 (b) shows the setup of U -value measurement at the centre of panel. For measurement of the edge U -value, additional heat flux sensors and thermocouples were attached to samples at the edge of the panels. CIP made with vacuum insulation core (Panel T2) at the centre had an average U -value of 0.38 Wm -2 K -1 compared to that of 0.78 Wm -2 K -1 for the XPS core control panel (Panel T1), see Figure 6 . This shows that the presence of vacuum insulation has improved the thermal performance of CIP (Panel T2) by reducing the U -value by 0.40 Wm -2 K -1 , a 51% improvement in thermal performance compared to that of CIP with XPS core (Panel T1). Therefore, the thickness of XPS would have to be more or less doubled to achieve a similar performance compared to that of the vacuum insulation in the centre of the panel.
[ Figure 6 near here]
Considering the centre of panel vacuum insulation core thermal conductivity of 4.11 mWm -1 K -1 , the U -value at centre of panel of CIP was theoretically expected to be around 0.20 Wm -2 K -1 . However, small size of VIPs used in this study and edge effect due to the individual panel and air gap between two VIPs led to a negative effect on the U-value of panel and a higher U-value of 0.38 Wm -2 K -1 was obtained in this investigation. The increase in thermal conductivity for small vacuum insulation panel can easily be between 11% and 15% higher than the centre of panel thermal conductivity (Sprengard & Holm 2014) . Edge effect due to air gap between small VIPs can also reduce the thermal resistance and the practical equivalent thermal conductivity value was measured to be about 8 mWm -1 K -1 for panel size 300 mm × 300mm (Lorenzati, Fantucci, Capozzoli, Perino, 2015) .
Data also shows that the -values at the edge of the CIP were found to be higher compared to that at the centre of the CIP ( Figure 6 and Table 4 ). For CIPs with vacuum insulated core, the edge -value was measured to be 0.64 Wm -2 K -1 (an increase of 68%, Table 4 ) while for the CIP with XPS was 0.97 Wm -2 K -1 (an increase of 24%, Table 4 ). This edge effect is, therefore, greater for the CIP with vacuum insulated core due to the low thermal conductivity of the vacuum insulation core. The two options available to improve this situation are: (i) remove the XPS border completely and increase the size of the VIC; (ii) minimise the impact of the XPS through considered design. Option (i) puts the durability of the VIC at risk of puncture and may also lead to increase in the edge effect if the VIC comes in direct contact with surrounding panel or frame. Due to the risks of puncture and deterioration of performance as a result of possible edge effect, it is imperative that the XPS border remains. Option (ii) retains the XPS border but a compromise has to be made. A trade-off is made by accepting a lower performance but its effect can be minimised by considering the design recommendations given in Section 5.3.
[ Table 4 near here]
Design considerations for CIPs with vacuum insulation core
The significantly higher -value at the edges of the CIP with vacuum insulation requires that the overall size of these panels and edges should be designed very carefully in order to 18 effectively utilise the enhanced thermal performance of the vacuum insulation in the CIP.
This edge effect could potentially be reduced by increasing the vacuum insulated core area and reducing the edge width and/or using low thermal conductivity foams such as phenolic foam or polyurethane foam instead of XPS. However, the protective border needs to be of a certain size so protection is offered to the VIC. As identified previously in Section 5. shows that the vacuum insulated core area in the CIP between the range of say 0.75 m 2 and 3.5 m 2 will yield an optimal thermal performance. Large vacuum insulated area in CIP will 19 be preferred resulting in smaller perimeter to surface ratio. Lower perimeter to surface ratio of vacuum insulted core will result in lower edge effect. Specifying panels with areas below 0.75 m 2 results in a reduced thermal performance; specifying panels with areas greater than 3.5 m 2 is also possible but it would not lead to an increased thermal performance and handling and manufacturing difficulties may ensue.
Influence of MLV layer on sound insulation performance of XPS core CIPs
Measured value of sound reduction index ( ) of XPS core CIP Panels A1, A2 and A3 (AXA, AMXA and AMXMA respectively, Table 2) [ Figure 9 near here]
Effect of MLV layer on sound insulation performance of vacuum insulated core CIPs
Comparison of sound reduction index ( ) measurement of CIP No. A4 (AXVXA) i.e. without any MLV layer and No. A5 (AMVMA) i.e. two MLV layers each side of vacuum insulation core is shown in Figure 10 . Results indicate that the presence of the MLV layers has led to higher values for Panel A5 with MLV membranes compared to that of MLV-free Panel A4 in the lower frequency range of 125 Hz to 630 Hz. Panel A4 (AXVXA) has shown slightly better performance in the frequency range of 1600 Hz to 3150 Hz. However, both panels show a coincidence dip around 800 -1000 Hz which lies in the peak road traffic noise third-octave frequency bands between 800 and 1250 Hz. This dip needs to be shifted out of the frequency range of 100 -3150 Hz to achieve better sound insulation values. The effect of 21 coincidence dip could possibly be reduced or eliminated by achieving perfect contact between MLV layers and other layers (VIC and aluminium skin) in the panel.
[ Figure 10 near here]
Weighted sound reduction value and weight comparison of vacuum insulated CIPs are shown in Figure 11 . Integration of MLV layers has led to increase in the total weight of the panel.
However, the weighted sound reduction index increase of only 3 dB is approximately 3dB lower than what would be expected through the Mass Law. However, a similar shortfall of approximately 3dB has also been measured by Maysenhölder (2008) properties without any adverse effect on the overall thickness of the panel.
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